B LED's (TYP)

(5 POWER

O COMMON ALARM

O COMMON TROUBLE
O GROUND FAULT

O AUDIBLE TROUBLE 1
O AUDIBLE TROUBLE 2

OPEN STEM

oNoNoXO,
0NO)

P1

AND YOKE TROUBLE ALARM  ZONE  LOCATION

oNoJojoNoNoNONONONONONONONORONO)
ONONONONONONONORONONORONONO)

i
_~

(OPTIONAL ANNUNCIATOR)

MODEL LA-16

CAUTION:

STANDBY BATTERIES ARE CAPABLE OF SUPPLYING

VERY LARGE AMOUNTS OF CURRENT IF THEIR LEADS
ARE SHORTED. THAT AMOUNT OF CURRENT COULD MELT
AND DAMAGE THE INSULATION.
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